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0.1 0.2 0.2 0.2 0.3 0.1

0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.4 0.4 0.4 0.3 0.3 0.3 0.1

0.1 0.1 0.1 0.1 0.3 0.6 1.1 1.1 0.9 0.6 0.4 0.3 0.3 0.1 0.1

0.1 0.1 0.1 0.1 0.3 3.3 4.0 2.8 2.1 1.4 0.9 0.5 0.4 0.3 0.2 0.1

0.5 1.5 12.1 8.9 5.2 3.0 1.8 1.1 0.7 0.4 0.3 0.2 0.1 0.1

27.4 16.2 7.4 4.1 2.3 1.3 0.7 0.4 0.3 0.2 0.1 0.1

27.6 15.0 7.7 4.3 2.3 1.3 0.7 0.4 0.3 0.2 0.1 0.1

12.4 9.3 5.5 3.5 2.1 1.2 0.7 0.4 0.3 0.2 0.1 0.1

3.2 5.8 5.1 3.6 2.6 1.5 1.0 0.6 0.4 0.2 0.2 0.1 0.1

4.3 3.5 2.6 1.8 1.5 0.8 0.5 0.4 0.2 0.2 0.1 0.1

7.2 3.1 2.0 1.3 0.9 0.6 0.4 0.3 0.2 0.2 0.1 0.1

10.2 5.6 2.4 1.4 1.0 0.7 0.5 0.4 0.3 0.2 0.2 0.1 0.1
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6.1 2.7 1.3 0.5 0.4 0.3 0.3

12.4 2.7 0.9 0.6 0.4 0.3 0.3

5.9 6.7 2.8 1.0 0.8 0.5 0.3 0.3

2.6 2.3 1.6 1.1 0.7 0.5 0.4

17.3 18.3 10.3 1.8 1.2 0.8 0.5 0.4

16.4 7.9 3.7 2.2 1.4 0.9 0.6 0.4

7.9 6.4 4.1 2.5 1.6 1.0 0.7 0.5

0.2 1.0 9.1 4.0 4.1 3.7 1.6 1.2 0.7 0.5
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8210 Beechmont Ave.

Beechmont Ave.

Outlook

Here’s your map design content from Cooper Lighting Solutions!

From Randy Hartmann <randy@hollsteggeelectric.com>
Date Wed 12/18/2024 4:59 PM
To Randy Hartmann <randy@hollsteggeelectric.com>

2 attachments (955 KB)

randy 12-18-2024 1612.pdf; randy 12-18-2024 1612_Image.jpg;

Share this email with your local lighting agent to place an order, and be sure to check out
www.cooperlighting.com to stay updated on the latest lighting solutions.

Here are the luminaires you've augmented today!

Luminaires

Catalog # Quantity Watts Mounting
Height

Mounting
Heads Tilt Spec Sheet

WPMLED25S-100W_SWITCH-
5000K_12829lm 7 100

W

12.0 ft 1 0°

WPM Wall Pack
LED

10.0 ft 1 0°

18.0 ft 1 0°

18.0 ft 1 0°

10.0 ft 1 0°

10.0 ft 1 0°

10.0 ft 1 0°

NFFLD-L-C175-D-UNV-66-7030 4 370
W

25.0 ft 1 30°

NFFLD-L Night
Falcon Large

18.0 ft 1 40°

17.0 ft 1 40°

25.0 ft 1 30°

Total 11

DISCLAIMER:The information herein shall be used for budgetary purposes only. The design and
calculations previewed do not reflect obstructions that may block illumination from the luminaire
figures placed. Also, the calculations do not take into consideration of irregularities at the
illumination surface. Therefore, it is highly recommended that full lighting layout be performed by
professional lighting applications services. Please contact your Cooper Lighting Solutions
representative for more information.


